KITCHEN PLUMBING EQUIPMENT
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GALLON *OUTSIDE DIMENSIONS INLET TEE HGT. OUTE%TT-TEE
CAPACITY
LENGTH WIDTH HEIGHT *VARIES BASED ON TANK SIZE
3000 15'=7" 9'-7" 8'—6.5" 52" 50"
1500 11'=0" 6'—0" 4-7" 3-10" 4-0"
1000 8’6" 5-3" 4-6" 3-10" 4-0"
750 7'-0" 4-8" 4-6" 3'-10" 4-0"

*DIMENSIONS OF PREFAB CONCRETE TANKS MAY VARY BASED ON MANUFACTURER,
HOWEVER THE GALLON CAPACITY MUST BE EQUIVALENT TO THE TANK SIZE SPECIFIED
FOR INSTALLATION.
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BAFFLE STANDS 50” IN HEIGHT

AND IS 2%" IN THICKNESS
REINFORCED W/ 6—6—10 WIRE MESH

PIPE DIAMETER MAY VARY
STANDARD 3"-5"

PVC PIPE REQ'D ON WALL
WITH ELBOW TURNED DOWN MAX.

2" OFF TANK BOTTOM

* BAFFLE WALL OPTIONAL ON
SINGLE TANK INSTALLATIONS.
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TERRACE O

ll;ll—gM OTY|FOUIPMFNT CATFGORY MANUFACTURFR MODEL NUMBER
2 1 |WALK—IN COOLER/FREEZER THERMOKOOL CUSTOM

3 1 |CONDENSING UNIT THERMOKOOL TBD

4 1 |COOLER EVAPORATOR COIL THERMOKOOL TBD

5 1 |CONDENSING UNIT THERMOKOOL TBD

6 1 |FREEZER EVAPORATOR COIL TBD

8—-A 1 |SINK, WELDED INTO TABLE ADVANCE TABCO TA—11D-2

12 1 |SINK, HAND, WALL MOUNT ADVANCE TABCO 7—PS—-62

13 1 [SHELF, WALL MOUNT ADVANCE TABCO WS—-12-60
148 1 |SINK, WELDED INTO TABLE ADVANCE TABCO TA—11B

17 1 |SINK, HAND, WALL MOUNT ADVANCE TABCO 7—PS—62

22 1 |DROP—IN, HOI WELLS RANDELL 95604—-208DMZ
27 1 [OVEN, CONVECTION, GAS VULCAN—HART SG44C

28 1 |STEAMER, BOILERLESS, ELECTRIC GROEN 2—-SSB-3EF

31 + |KEFTLE, COUNTER, ELEC, TILT GROEN TDB—40

32 1 |GRIDDLE, GAS VULCAN—HART 936A

33 1 |FRYER BATTERY, GAS W/FILTER VULCAN—HART 2GR45DF

34 1 |RANGE, RESTAURANT, GAS VULCAN—HART 60L

41 1 [WAREWASHER, DOOR IYPE, HIGH IEMP|/CHAMPION D—-HB

44 1 [SINK, HAND, WALLC MOUNI ADVANCE TABCO 7—PS—62

45 1 |SINK, SCULLERY, 3 COMPARTMENTS |ADVANCE TABCO 93—-63—-54—24RL
51 1 |SINK, HAND, WALL MOUNT ADVANCF TABCO 7—PS—-62

52A 1 |SINK, WELDED INIO IABLE ADVANCE [|ABCO [A—11F

53 1 [FILTER SYSTEM, ICEMAKER EVERPURE EV9324—-01 (INSURICE SINGLE — 12000)
54 1 [ICE MAKER HOSHIZAKI AMERICA KM—-320MAH
55 1 |BIN, ICE HOSHIZAKI AMERICA B—-500SF

M-5 1 |STAND, MIXER ADVANCE TABCO MX—-SS—-302-
M—6 1 |MIXER, COUNTER GLOBE SP20

M—-13| 1 |COFFEE MAKER, SATELLITE SYSTEM BUNN—-O—MATIC 27900.0001
M—14] 1 |ICED TEA BREWER BUNN—-O—MATIC 24400.0000
M—15| 2 |DISPENSER, ICE TEA/ICE COFFEE BUNN—-O—MATIC 34100.0001
M—16| 1 [DISPENSER, JUICE, CONCENTRATE BUNN—-O—-MATIC 32900.0000
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